Summary
The performance of residential geothermal heat pumps (GHPs) was assessed by comparing monitored W A C and whole house energy use of GHP houses and appropriate control houses. Actual energy savings were calculated and compared to expected savings (based on AM ratings and industry literature) and predicted savings (based on COP measurements).
87 GHP houses in 10 states were compared to appropriate control houses that were either the GHP house:; themselves before being retrofit with GHPs or houses of similar size, location, construction, etc. In order to make the comparisons as accurate as possible, we normalized for differences between the GHP anti control houses in terms of heating degree days in the monitoring period, and floor area or total insulation value (total UA), as appropriate. The data was primarily supplied by utilities that responded to our requests. Therefore we may not have assembled a particularly representative sample. We also know very little about the circumstances of data collection in some cases or the appropriateness of some of the controls.
The predicted savings are consistently slightly below the expected savings but still within the range of performance commonly cited by the GHP industry. Average rated COP equals 3.4. Average measured COP equals 3.1. Based on measured COPS the GHP houses were: predicted on average to save 66% of HVAC energy compared to electric resistance homes and 42% of W A C energy compared to air-source heat pump houses.
The actual savings, however, were inconsistent and sometimes significantly below the predicted savings.
For example, based on COP measurements, 15 GHP homes in V.irginia were predicted to save 37% of W A C energy compared to a set of air source heat pump (ASHP) homes but actually saved only 27%. W A C savings ranged from -20% to 68% and whole house savings ranged from 4% to 36%. On average, the GHP homes performed as well as predicted compared to ASW homes but worse than predicted compared to electric resistance homes. Compared to gas heatetYAC cooled homes performance was mixed but the sample size is fairly small (see Figure 1) .
We found no correlation between actual savings and actual energy use. For example, a group of 38 GHP homes in Montana had particularly low savings (21 % of W A C energy and 0% of total energy compared to a set of electric resistance homes) but also had lower energy u:je per house and per square foot than almost any other group of GHP houses. This suggests that other factors such as insulation and occupant: behavior probably have greater impact on energy use than type of HVAC equipment. We also did not find a clear correlation between climate and actual savings or between climate and actual energy use. We did find, however, a trend between GHP installation date and savings. The newer units appear to have lower savings than some of the older units which is exactly opposite of what one would expect given the: dramatic increase in rated efficiencies of GHPs in recent years.
There are a number of possible explanations for why actual savings are repeatedly below rated savings or predicted savings (COP measurements). Poor ground loop sizing or installation procedures could be an issue. Given that performance is good compared to ASHPs but poor compared to electric resistance: homes, the shortfall in savings could be due to duct leakage. This is supported by the fact that savings were higher in houses that converted from electrical resistance wiih ducts than in houses that converted from electric resistance without ducts. The "takeback effect" could also be a reason for lower than expected savings. Occupants of heat pump homes are likely to heat more rooms and to use more airconditioning than occupants of electric resistance homes, since electric resistance homes often are not centrally controlled and do not have air conditioning.
II.

Background
Geothermal Heat Pumps, or Ground Source Heat Pumps, have gained a lot of attention and support in recent years. GHP proponents point to a number of advantages, including: 0 Energy Savings -Evidence suggests that GHPs may save up to 60% on utility bills compared to more conventional W A C equipment.
Peak Load Reduction -GHPs can use considerably less power during peak heating and cooling periods.
Increased Comfort -The supply air temperature in a GHP systems can be hotter in winter and colder in summer than some conventional systems (e.g. air source heat pump). This larger delta T allows for lower supply air speeds and less "draftiness". Lower air speeds can also provide more dehumidification in summer.
Desuperheating -Desuperheating provides hot water by transferring some or all of the heat from the refrigerant loop to a hot water tank. This is especially useful in cooling mode when heat is essentially transferred from the living space to the hot water tank. During peak cooling periods a desuperheater can often satisfy the full water heating load.
In a 1993 study analyzing the efficiency and cost-effectiveness of W A C systems, the EPA concluded that GHPs can reduce energy consumption by 23% to 44% over air source heat pumps and by 63% to 72% over electric resistance heating and standard air-conditioning equipment, depending on the location and climate conditions @PA, 1993) . Based on these savings, GHPs were determined to be highly costeffective in all US regions as replacements for electric resistance and ASHP equipment and cost-effective in most climates when compared to natural gas/AC systems.
A.
Rated Efficiency
The Air-conditioning and Refrigeration Institute (AH) certifies the efficiency of GHPs under one of three standards: ARI-320, AN-325, and AM-330. These ratings are widely accepted and quoted when calculating cost-effectiveness. The California Energy Commission, for example, lists on their web site 6 1 ground-coupled closed loop GHPs with AFU-certified Cooling EER ranging from 15 to 22.2 and Heating COP ranging from 3.2 to 4.1. They also list 103 closed loop water coupled GHPs with EER ranging from 12.5 to 15.4 and COP ranging from 4.0 to 5.4.
It is important to realize that the AFU ratings are single point ratings as compared to air source heat pump ratings, which are seasonal. According to A H 330-93 "Ground Source Closed Loop Heat Pumps,"
cooling EER values are based on an inlet water temperature of 77°F and heating COP values are based on an inlet water temperature of 32°F. These values are characterizations of a northern climate. Actual performance can be better or worse depending on the actual water temperature produced by the ground coupling over the course of the year. Furthermore, ART ratings do not account for quality of the ground coupling. Like air source heat pump ratings, losses in the air distribution are also not included.
GHP efficiency ratings have increased dramatically in recent years. Based on performance reported in the ARI directories for 1987 and 1994, typical EER increased 26 to 56 percent and COP increased 35 to 50 percent depending on the entering water temperature (Geo-Heat Center, 1995) .
B.
COP Measurements
COP is the ratio of the heating energy delivered by the system to the electric energy consumed. Energy delivered is typically measured by monitoring the temperature difference (across the fan and heat exchanger) and the run time of the heat pump system. Electric energy consumed is typically measured by submetering the GHP compressor, loop pump, and possibly the disoibution fan or pump. EER andor COP was measured for 68 houses (using a variety of techniques and definitions of EEWCOP).
Heating Energy
Values for COP ranged from 1.8 to 5.7, with most units in the 2 to 3 range. This is probably below the A H rated COPs for those units, but still reasonably efficient. In most studies, annual energy savings were calculated by comparing the measured GHP efficiency with an assumed efficiency of a conventional alternative (see Table 1 ). Based on these annual savings and cost assumptions it was determined thal GHPs have a payback of 4 years compared to electric resistance heat, 6 years versus air-source heat pumps, and 12 years versus gas systems. 
C. Factors Affecting Performance
There are a number of factors that can cause actual energy savings to be different from what would be expected based on rated efficiency or COP measurements. These factors have been roughly divided into those factors that would be accounted for in a COP measurement and those factors not accounted for in a COP measurement. Equipment Efficiency -According to ART, performance of the equipment can vary by as much as 100% based on the quality of the heat pump purchased (Geo-Heat Center, 1995) .
Equipment and Loop
Sizing -Under-sized systems may require considerable auxiliary resistance heat. Over-sized systems will have shorter run times and higher peak loads.
Installation -The competence of the installer can be very important, especially for the ground loop.
Factors Not Accounted for in COP Measurement:
111.
Definition of COP -COP measurement equipment and calculation methods were not consistent across all the case studies in the Geo-Heat Center Compilation. Calculations may or may not include the energy used for electric resistance backup, the desuperheater, the fan, and the loop pump.
Component Efficiency -Energy consumption is affected by peripheral system components not included in COP, which could include fan and auxiliary resistance heat.
Duct Losses -GHP systems often have higher air flow rates through the distribution system than natural gas systems which can result in higher duct losses and thus reduced efficiency. Electric resistance heat, on the other hand, will not typically have any duct losses. High air flow rates can also lead to greater infiltration through the building envelope and thus larger heating and cooling loads.
Zoning -GHP systems are typically centrally controlled and cannot be zone controlled in the same way as baseboard electric heaters. Thus efficiency gains can be eroded if occupants are forced to condition more space than with a conventional system.
Takeback Effect -Faced with lower operating costs, occupants may choose a higher level of service with a GHP than with a conventional system (e.g., warmer winter setpoints and cooler summer setpoints) thereby eroding savings but enjoying greater comfort. This can be especially true if a conventional system without air conditioning is replaced by a GHP that includes air conditioning.
Non-Utility Fuel Use -If a test or control house is using a non-utility fuel for space conditioning, such as a wood fireplace, then savings cannot easily be determined.
Desuperheater -Efficiency of the desuperheater component can affect water heating energy and thus whole house savings.
Dehumidification in Summer -Since GHPs have lower air flows across the evaporator than conventional AC they provide more dehumidification in the summer, Le. a greater level of service that is not accounted for in energy comparisons. In other words, occupants may save energy by selecting higher thermostat settings which are just as comfortable because of increased dehumidification.
Methodology
A. Scope
It is not possible to directly measure GHP energy savings in an actual residential installation but there are a number of ways of estimating savings with varying levels of confidence. One method is computer simulation, which has the advantage of being able to remove uncertainty from occupant behavior and weather but cannot easily account for the role of installation quality, duct losses and other real world issues. A second method is to compare energy use of actual homes with GHPs to energy use of homes with conventional equipment. Our research focused exclusively on this second method. Drawing conclusions about heating system efficiency by comparing actual heating or whole house energy consumption can be like comparing apples and oranges if the houses have unaccounted for differences in insulation levels, occupancy, etc. But it is also the best way we know for getting an accurate picture of field performance and actual savings and seeing the impact on performance of the factors not accounted for in COP ratings or measurements or simulations. Thus we strove to find similar control houses (retrofits are usually the best) and to normalize for as many differences as possible.
Investigation was limited to residential systems in the US. Our analysis focused on energy savings and not on some of the other factors relevant to the success of GHPs such as capital cost, operation and maintenance, and peak load reduction.
B. Data Collection
We sought case studies where actual energy use data (either whole house and/or W A C energy) was monitored for both GHP homes and appropriate control homes. Since we collected available data rather than conducting a controlled experiment, we do not claim to have assembled a statistically representative set of houses. In order to insure a fair comparison between test and control houses we sought as much information as possible about the circumstances of monitoring as well as house and occupant characteristics. For example, in most cases we were able to verify that the control houses were not using firewood for supplemental heating.
Little information on monitored residential GHP energy use has been published, especially for recent installations. Therefore, the primary method of data collection was ,networking. We solicited unpublished data from utilities, research organizations, etc. that have looked at this issue. One of our concerns with this sort of non-peer reviewed literature was getting an unbiased picture of field performance. In most cases, we know very little about the circumstances or methods under which data was collected.
Some contacts supplied us with data that was not complete enough to be included in our analysis. Other contacts may have data but we did not receive it before writing this report in late 1996. In several cases we decided that the control houses were too different from the GEP houses to make a fair comparison For example, over 4,000 houses in Ft. Polk LA were retrofit wi1:h GHPs, which should make for an excellent prdpost comparison. However, a number of conservation measures (attic insulation, CFLs, low flow showerheads, etc.) were also implemented at the same time as the GHP installation. Thus not all of the energy savings can be attributed to the GHP. Ft Polk data is included in this report for comparative: purposes but it is not included in the calculations for average results from all data collected.
Other contacts had information that they were unable to share for proprietary reason. A common response: from utility contacts was, "We could have shared the information a year ago, but cannot share it now due: to restructuring and competitive concerns." Appendix 1 contain:; a partial list of organizations and individuals we contacted or attempted to contact in the summer and fall of 1996 and the results in terms of what is or may be available.
C. Data
Case studies from 10 sources included monitored data for GHP and control homes that were similar enough to make fair comparisons (see Table 2 ). These case studies consisted of 87 GHP homes in 10 states. The control house data came from the same source as the test house data, except in the case of Montana, where we used a well known study of energy efficient houses in the Northwest for controls. In most cases the control houses were houses of similar size and construction but for 8 houses the controls were the GHP homes themselves before they were retrofit.
Different amounts of data were available for each case study (see detailed descriptions of each source in Appendix 2). In some cases, submetered W A C energy data were available, in other cases only utility billing data were available. Similarly, only some studies measured COP.
In addition to the GHP houses for which we had suitable controls, data on an additional 526 GHP houses without controls was collected. In most of these cases the only data available is annual electricity consumption.
D. Analysis
There are a number of possible indicators of performance, each with its own merits and flaws. We chose to focus our analysis on actual energy savings (%) but also to look at predicted savings based on COP measurements and at actual energy use in terms of kWh/yr. and kWh/j.-ft2. The advantage of measured savings is that it normalizes for differences in size, insulation, climate, etc. and allows for comparison among GHP houses with different sizes, climates, and insulation levels. One disadvantage of measured savings is that controls are never exact replicas, even after normalizing for these differences. Another disadvantage of actual savings is that it is generally not possible to normalize for differences in amenity or level of service, i.e. actual savings may be lower than expected because occupants of GHP have "taken back" some of the savings in higher levels of service.
The two types of measured savings we examined also have advantages and disadvantages. W A C energy savings can give a better picture of W A C performance because it removes differences in appliance use, but HVAC energy often does not include the energy savings due to de-superheating or the energy use of distribution fans or pumps. Whole house energy savings accounts for all GHP energy uses and contributions but can be clouded by appliance uses and occupant behavior.
Actual energy use can be a useful "second opinion" of system performance. A GHP house may have unexpectedly low actual savings but also have low absolute energy use. Thus, before concluding that a GHP is performing poorly, it is sometimes useful to look at actual energy use.
Each data set required different levels of analysis in order to calculate predicted and/or actual energy savings (see Appendix 2 for descriptions of each analysis). If measured GHP COP was available we calculated predicted W A C savings and predicted total savings after establishing a baseline of non-WAC energy use.
In some cases that did not have submetered data, we extrapolated HVAC energy use by assuming that the total energy consumed in the lowest consumption months was entirely non-WAC energy and that non-HVAC energy use was constant.
For "similar" control houses, HVAC and whole house energy use were normalized by floor area or total UA value to account for differences between the GHP and control houses. In the Pontotoc MS case study, data was also normalized by number of occupants. Where possible, we accounted for the contribution of the GHP desuperheater to water heating by subtracting the GHP's contribution to water heating from the GHP W A C (space heating) energy use.
For pre-retrofit control houses and for some "similar" controls, W A C energy data was weather normalized to account for weather differences between the monitoring periods of the test and control houses.
In the GasJAC cases, gas use was compared to electricity use by using a "source energy" conversion of 10,000 Btu = 1 kWh rather than a "site energy" conversion of 3,413 Btu = 1 kWh. This source energy conversion is commonly used to account for the fact that electricity is much more expensive than natural gas on a Btu basis. Thus source energy is a more accurate way of determining the cost or economic savings received by the consumer.
Actual savings were calculated according to the formula: 1 -(GHF' energy use / Control energy use).
Average results are calculated on a project-weighted basis, with each individual "retrofit" house given equal weight as each group of "similar" houses. For example, the 26% average whole energy savings from the 8 Kentucky Utilities GadAC homes is given the same weight as the 18% savings from the one AL-Kavanagh Gas/AC house because the Kentucky houses used similar controls and the Alabama house was a retrofit (see Table 2 ). Retrofits are listed individually because building and occupant characteristics are assumed to be unchanged between control and test house and results are considered more accurate. Similarly-controlled houses are grouped by study because there are too many variables for individual house results to have much significance.
IV. Results
A. Predicted Savings
The Measured COPs were consistently between 2.5 and 4.0, which is slightly below the average AHJ rating, but still implies a high level of efficiency. Based on these measured COPs, the predicted savings appear to be within the expected range (see Figures 1) . For example, the average predicted W A G savings compared to electric resistance is 66%, which is consistent with the EPA estimated savings of 63% -72%. Similarly, the average predicted HVAC savings compared to ASHP is 42%, which is within the EPA range of 23% -44%. Overall, the predicted HVAC savings is 57% and predicted total energy savings is 30%.
B.
Actual Savings
Although the GHP houses consistently saved energy both on an HVAC and whole house basis, the actual savings are sometimes considerably below the predicted savings, especially when compared to electric resistance homes (see Figure 1) . The electric resistance houses were predicted to save 66% on W A C but only saved 41 % according to energy measurements. On a whole house basis, they were predicted to save 38% but only achieved 27% savings on average'. It is interesting to note that the two houses with electric resistance furnaces (Le. with duct distribution) had higher savings than the electric resistance houses tha.t did not have ducts.
It is important to recognize that in most cases where the GHP had a desuperheater, we were not able 1:o calculate the additional space heating (WAC) energy savings that were "taken back" in the form of water heating. In one case where we were able to make this correction (the Montana case), the HVAC savings increased from 14% to 21 %--a significant increase, but still considerably lower than the predicted W A C savings of 60%. Of course, the total energy savings do account for the desuperheater contribution.
It is also worth noting that the GHP house occupants may have enjoyed a greater level of service because the electric resistance homes did not have air conditioning. For the Montana houses we calculated that the W A C savings could be as high as 31% if we correct for air conditioning. However, this correction may be double counting W A C savings because it is very possible that the time that the GHP unit is in cooling mode is also the time that the unit is in DHW mode and we have already subtracted the DHW mode energy from the GHP HVAC energy. The other cases where the electric resistance control h0use.s
It is not uncommon in building science research for actual savings to be less than predicted savings. Nadel and Keating (1991) analyzed 11 residential retrofit DSM programs (mostly weatherization programs) for which both engineering estimates and impact evaiual.ion results were available. For most of the programs, impact evaluation results are substantially below the engineering estimates. Reasons for the discrepancies include use of secondary fuels and quality control problems in measure installation.
However, in the one program where engineering estimates were done on a house-specific basis and where houses using secondary fuels were excluded from the program, engineering estimates were reasonably close to impact evaluation results.
did not have air conditioning are the Alaska houses, where AC use is probably relatively small, and Oklahoma and Ithaca, which both happened to have surprisingly high W A C savings without correcting for air conditioning. Thus, desuperheater energy for hot water and differences in air conditioning use probably explain some of the shortfall in savings compared to electric resistance house, but not the entire shortfall.
For the ASHP comparisons, on the other hand, the predicted and actual savings are quite close on average. Thus the GHPs appear to perform reasonably well in these cases. In fact, the GHPs saved about the same amount of HVAC energy versus ASHPs as they saved versus electric resistance.
The sample size is probably too small to discern a clear trend between GHPs and Gas/AC controls. For example, there were only two case studies for which we were able to calculate W A C energy savings. One showed savings of 30% while the other showed negative 20% savings (Figure 2) . Figure 1 does show a fairly high level of whole house savings versus Gas/AC (22%), but again it is based on only two data points, with uncertain data quality.
Overall, the GHP houses were predicted to save 57% of W A C energy but actually saved only 34% and were predicted to save 30% of total energy but actually saved only 24%. 
(n=ll) (n=45) (n=31) (n=87)
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There was considerable variance in savings between studies and within studies (see Figures 2 and 3 ). For example, the 38 Montana GHP houses and the one Ithaca NY GHP house were both predicted to save about 60% of W A C energy compared to electric resistance control houses based on actual COP measurements. The Montana houses actually saved 14% while the Ithaca house saved 68%. It is interesting to note, however, that the Ithaca house actually used more energy/ft2 (both W A C and whole house energy) than the Montana houses (see Figures 4, 5, 6 , and 7). One possible explanation for this seeming inconsistency is that the NY house is poorly insulated compared to the Montana houses. It is also possible that we have not adequately accounted for the differences between the Montana test and control houses and the true savings might be higher than shown in Figures 2 and 3 .
Inadequate controls is certainly the case with the Alaska-Harmeling house. Figure 3 shows that the GHlP house used 27% more total energy than the control (pre-retrolit) house, i.e. negative 27% savings:. However, the control house used 5 cords of wood per winter, while. the GHP house used none. Therefore:, whole house energy savings does not reflect all fuels in this case:. This house was not included in th'e average results.
Variance within studies is illustrated in the Pontotoc Mississippi si:udy. Two of the three Pontotoc ASHI?
control homes used about the same energy as the four Pontotoc GHPs. However, the third control home used about three times the energy of any of the other test or control homes. Thus, on average the GHPs performed considerably better than the ASHPs but if we exclude this outlier there are no savings (see Table 8 in Appendix 2).
C. Temporal Trends
Despite the fact that GHP rated efficiencies have increased greatly in recent years, there was nn demonstrated improvement over time in actual savings. In fact, it appears that the older installations performed better than the newer ones. This trend is clearest when comparing whole house energy savings versus ASHP houses (see Figure 3 ).
There are only two studies for which we have seasonal savings. In the Ft. Hood Texas case, two GHP houses saved 43% of HVAC energy versus Gas/AC control houses in the summer, but the GHP houses used so much more energy in the winter that the annual savings are negative 20%. In other words, the GHPs performed considerably better than the standard air conditj oners in the summer but considerably worse than the natural gas furnaces in the winter. Thus the proporl.ion of cooling load to heating load in a climate can determine how much energy a GHP will save when compared to a Gas/AC system. This conclusion seems to be supported by the Ft. Polk data, which showed significant annual savings versu:; Gas/AC in a cooling dominated climate (see Figure 3) .
The other seasonal data is from the Virginia Power case study. 15 GHF' houses that were compared t o ASHP houses saved 7% of HVAC energy in the summer and 34% of HVAC energy in the winter for an annual savings of 27%. 
V. Conclusions
GHPs clearly save energy compared to conventional systems both on an W A C energy basis and a whole house energy basis. Of the 16 case studies for which we computed HVAC energy savings andor whole house energy savings (see Fig. 2,3) , only one case clearly showed negative savings (The negative savings shown for the AK-92 house does not account for the positive wood energy savings in that case).
However, in some cases the GHPs did not save as much energy as expected. Expectations are typically based on ARI COP ratings and are sometimes verified by measuring COP. The results also show that measured COP may not be a good indicator of actual energy use or savings. Savings are significantly less than expected when compared to electric resistance control houses. Predicted HVAC savings based on measured COPS were 6%, while actual W A C savings were only 41%. On the other hand, savings versus ASHF' systems were at or above predicted savings, on average.
Results are mixed in the Gas/AC cases, but sample size is small. One result does seem clear from the Gas/AC homes: the advantage of a GHP system vs a Gas/AC system comes in the summer time. Thus GHF' s are more competitive with Gas/AC systems in cooling dominated climates rather than heating dominated climates.
Given that there is a significant shortfall in savings compared to electric resistance systems but not compared to ASHPs, the discrepancy could be related to the distribution systems or the level of service, as opposed to the GHP unit itself (compressor and ground loop). ASHPs and GHPs typically have the same type of forced air distribution system and the same type of centralized thermostat control. Both also have air Conditioning. Electric resistance systems, on the other hand generally do not have a forced air distribution system and therefore are not subject to duct losses. The two electric resistance systems that had duct systems had higher savings than the ones that did not have ducts, thereby supporting the theory that duct distribution can erode savings. Electric resistance systems are often controlled very differently, with occupants only calling for heat in specific rooms at specific times. Finally, some of the electric resistance houses in cold climates examined here did not have air conditioning. Thus it is possible that expected savings are eroded as occupants increase the level of service by heating more rooms and/or by using air conditioning. There are, of course, other possible explanations for why the actual savings are often less than expected based on A H ratings or COP measurements, including poor sizing or installation procedures.
In some cases, HVAC Savings may be distorted by the fact that some of the GHP's energy use is for water heating. Thus in the cases where we were not able to correct for the GHP's contribution to water heating, the W A C savings may be understated. Of course, total energy savings are not affected by this possible distortion. In the case of the Montana homes, we were able to correct for desuperheating and for differences in air conditioning use and we still found that the HVAC and total savings were less than predicted. Thus, in addition to the air conditioning, other factors are also contributing to the erosion of savings. These could include distribution losses, poor sizing or installation, and other differences in the level of service (conditioning more rooms, more comfortable settings, etc.).
There are also some possible explanations for the fact that the energy savings appear to be smaller for newer GHPs rather than greater, as would be expected. Many of the earlier installations for which we have data were specifically installed as test installations. Therefore, more attention than usual may have been paid to proper loop sizing, installation, and maintenance. On the other hand, many of the newer installations analyzed were not installed or maintained as part of a special monitoring program but rather they were normal installations by typical contractors. Thus the newer equipment may indeed have higher laboratory efficiency but the installation and/or maintenance could be considerably worse. Another possible explanation is that the older systems may have been open loop systems which are more efficient but are now generally not used for environmental reasons. We know that all of the newer installations are closed loops, but we do not know the loop type for some of the older ones.
It is important not to over-interpret the results given the nature [of the data gathered. For some of the cases we know very little about the houses being monitored such as the circumstances of how the W A C systems were installed and how they were selected for monitoring. On the other hand, the results are least encouraging for some of the cases for which we have the most information and higher confidence in the data. For example, the Montana study is the largest (38 GHP houses) and the one for which we have the most extensive data. Yet these GHP houses still showed significantly less savings than expected when compared to electric resistance houses.
VI. Recommendations
Given the large variance in results and the questionable quality of some of the data, there is a clear need for additional research 03 the actual performance of residential GHPs. Additional research is needed in a number of areas:
Collect Case Studies -This analysis has just begun to scrartch the surface of what is potentially available in terms of existing data on residential GHP instalilations. Many more case studies have already been monitored by utilities and other organizations and there are thousands of installations that have not been monitored but for which billing data could be collected from utilities.
Perform Monitoring -It would also be valuable to generate new case studies by performing submetering on some of the thousands of homes that have been built or retrofitted with GHPs in recent years or will be built or retrofit in the near future Detailed monitoring could remove uncertainty from variables such as occupant behavior and weather and make it possible to get a better picture of how GHPs installed under normal conditions are performing.
Focus on Distribution Systems -Experiments should also be designed to allow a better understanding of the role of distribution system losses, which appears to be the primary reason wh:y GHP systems do not perform as well as expected compared to electric resistance systems. 
VIII. APPENDIX 1 : List of Contacts
Data Test Houses
As part of a joint demonstration project between Missoula Electric Cooperative and the Bonneville Power Administration, 40 homes in the Mullan Trail Subdivision in Missoula were constructed in 1993 and 1994 with GHF' and desuperheaters. The houses have been monitored for over two years starting shortly after construction. Data was collected on heat pump electrical energy consumption, water heater electrical energy consumption, thermal energy contributed to the water heater from the heat pump, heat pump coefficient of performance, and whole house electricity consumption.
They were constructed according to the BPA Long Term Super Good Cents specifications, including:
Ceilings -R-49; Walls -R-26 above grade, R-21 below grade with thermal break; Floor -R-19; Crawlspace perimeter -R-19; Slab -R-10 blueboard; Rigid Ducts -R-11; Flexible Ducts -R-8. Glazing consists of double pane, low E, argon filled windows with U-value less than 0.35.
Little is known about the occupants or the stock of appliances. All of the houses have well pumps and air exchangers providing mechanical ventilation. The air exchangers operate for approximately 8 hours per day.
Our contact has supplied us with all of the monthly submetered data for each house for the first two years of monitoring: '94-'95 and '95-'96. We also have floor area, and Wattsun runs for most of the houses, which includes total UA values. The average floor area is 1880 ft2 and the average total UA is 314 B tuhr-ft2-F.
Control Houses
The control houses for the Montana GHP houses are taken from the Bonneville Power Administration's Residential Standards Demonstration Project (RSDP). Several hundred homes were built according to this highly efficient standard in the early 1980's in Idaho, Montana, Oregon, and Washington. From this large sample we extracted out the 20 houses that met the following criteria: located in Montana; heated by electric resistance heat; no fireplace or wood stove. These 20 houses constitute the Montana controls.
The houses were submetered for one year from May 1985 to April 1986. Monitoring data was available from Meier (1988) and others at LBNL and includes total energy, space heat energy, hot water energy and indoor and outdoor temperatures.
A significant amount of building data is available on the houses, including floor area, basement type, heating system, UA values, and infiltration rate. The average floor area is 2278 ft2 and the average total UA value is 261 Btu/hr-ft2-F.
The number of occupants and some appliance data such as the presence of a fireplace or well pump is known. None of the houses have fireplaces or wood stoves. About 1/3 of the control houses have well pumps. None of the houses have central air conditioning. Since they are "tightly" insulated all of the control houses have air exchangers but it is not clear how many hours per day they are working, if at all.
3.
Analysis
The predicted savings were extrapolated from the Interim Report on the Mullan Trail Project (Koca, 1995) . According to this report, the average measured COP was 2.5 in heating mode, and 3.8 in cooling mode, for a yearly average of 2.7. This implies a predicted W A C savings of approximately 60% compared to a electric resistance system with a COP of 1 . The report also reports an average total energy savings of 757 kWh/month based on measured COP. Given that the average measured total energy use i s 16700 kWh/yr. for all of the GHP houses, this implies a predicted total energy savings of 35%.
According to the NCDC there were 8159 heating degree days during the control homes' monitoring period (May 85 -April 86) and only 7487 heating degree days during the GHP year 2 monitoring period (March 95 -February 96). Therefore the control houses space heating energy consumption values were weather normalized to account for the colder winter in 85/86 (Le. multiplied by 7487/8159). The other two components of total energy use (DHW and "other") were not weather normalized. Total energy use, HVAC energy use and W A C -+ DHW energy use for both groups 'were plotted versus both floor area and Total UA (see Figures 8 and 9 ).
HVAC energy use of the GHP houses was UA-normalized to account for the fact that the control houses; had significantly lower total UA values. DHW and "other" energy use were not UA-normalized (see Table 4 ). Since total UA was only available for 20 of the 38 GHP homes, only those homes were used to calculate the UA adjusted HVAC energy. Furthermore, since DH'N and UA was only available for 8 of the 38 GHP houses, only those houses were used to calculate the GHP houses' electric resistance DHW energy use.
In addition to the corrections for weather and differences in insulation, a correction was made to the GI%' W A C energy to account for the fact that some of this energy went into water heating. We assumed that. the GHP homes used the same DHW energy as the control homes. The difference between the measured. energy use of the electric resistance water heater in the control houses and the GHP houses is assumed to be equal to the amount of energy from the GHP contributed to water heating. Thus, this amount is subtracted from the GHP HVAC energy use.
It is possible to make another correction for the fact that the GHP homes have air conditioning and the control homes do not. According to our contact, approximately 11% of the GHP runtime is in air conditioning mode. Therefore, we reduced the average GHP space: heat energy by 1 1 % and carried this correction through to GHP total energy.
4.
Results
It is clear from the plots that energy use is essentially the same for the GHP and control homes. The control homes used slightly less space heat and total energy on a floor area basis than the GHP homes.
However, on a UA basis the GHP homes used slightly less space heat and total energy.
After correcting for weather and for differences in UA value, the GEP homes were calculated to save 14% of HVAC energy and 0% of total energy (see Table 4 ). However, a!fier accounting for DHW savings, the GHP homes were calculated to have a savings of 21% of W A C or space conditioning energy. Total energy savings remained the same at 0%. Finally, after normalizing for the difference in level of service (i.e. air conditioning), the GHP houses were calculated to save 31% of HVAC energy and 3% of total energy. However, correcting for AC differences may be double counting W A C savings because it is very possible that the time that the GHF' unit is in cooling mode is also the time that the unit is in DHW mode and we have already subtracted the DHW mode energy from the GHP W A C energy. Furthermore, the purpose of this research is to characterize actual energy savings, without accounting for differences in level of service. Therefore, we feel that the non-AC-corrected calculations of 21% HVAC savings and 0% total savings are the more appropriate figures to include in the tables and figures in this report. Anchorage, AK
Contact
George "Bub" Mueller 
Data
Our analysis shows that the Hills home consumed a total of about 34,000 kWfi/y before the installation and 24,000 kWh after the installation for a total savings of about 28%. ----6100 6200 6300 6400 6500 6600 6700 6800 6900 7000 7100
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Fort Hood, TX
Contact
William Sullivan, Sandia National Labs, Dept 61 1 llMS1033, Albuquerque NM 87185; phone 505-844-3354; email wnsulli @somnet.sandia.gov
Data
Two duplexes (Unit 6 & 7) at Fort Hood in Texas were monitored. Each duplex consists of two identicill homes--one has GHP, the other has a gas furnace and electric AC. Both homes have gas hot water. W A C electricity consumption and monthly HVAC equipment duty cycle was monitored from February '95 to February '96 . No whole house data was collected.
We have no information about the occupant behavior (setpoints, number of people, etc.), characteristics of homes (age, floor area, UA values, etc.), or date of GHP installation.
Monitoring may be ongoing and may be available for more units at this site.
ResultdAnalysis
Average summertime (May-Sept.) HVAC electricity consumption for GHP homes was 2634 kWh.
Average summertime (May-Sept.) W A C electricity consumption for electric AC homes was 4604 kWh, for an average summer W A C energy savings of 43%.
From the plots of monthly duty cycle of the gas furnaces and the fact that the gas furnaces are 75,000 Btu/hr input (Sullivan) we estimated annual gas use for Units 6 and 7 of 35 and 45 million Btu/yr., respectively. Using a conversion of 10,000 Btu = 1 kWh we calculated total W A C energy for the controls and found that on average the GHP homes used 20% more energy than the controls. Monitoring may be ongoing and may be available for more units at this site.
Results
Average winter time HVAC energy savings were 34% and average whole house energy savings of 32% were observed. Based on manufacturer information, Sullivan expected HVAC energy savings to be at least 60%. Large duct losses could explain why savings fell short. The fact that the W A C savings are about the same amount as the whole house savings makes the results a little suspicious, at least for whole house savings. The GHP houses are probably savings energy in other areas besides HVAC so that the true total savings due to the GHP system is probably less than 32%. 
